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This report relates only to the sample(s) as received by the laboratory on December 23, 2024. Laboratory reports 

may not be reproduced, except in full, without the written approval of the laboratory.

The issuance of the final Certificate of Analysis takes precedence over any previous Preliminary Report. Caution is 

advised for the utilization of preliminary data included in reports labeled as "Preliminary Report" and should not be 

used for regulatory purposes. A laboratory signature is provided on final reports only.

If you have any questions in reference to this laboratory report, please contact your Pace Analytical Services, 

LLC-Fairfield project coordinator.

Note: This cover page is included as part of the Analytical Report and must be retained as a permanent record 

thereof.

CERTIFICATE OF ANALYSIS

January 08, 2025

Workorder:

Abeer Hamad For Alondra Diaz-Sanchez, Project 

Manager

Purchase Order:

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-01 Date Collected:

Date Received:

12/21/2024 06:55

12/23/2024 14:00

Matrix: Drinking Water

RM 154 Sink

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 22:330.00220 0.00600 112/30/2024 22:330.620Copper

mg/L EPA 200.8 12/30/2024 22:330.000492 0.00200 1Lead 12/30/2024 22:33ND U

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-02 Date Collected:

Date Received:

12/21/2024 06:57

12/23/2024 14:00

Matrix: Drinking Water

AG Shop Fountain

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 22:370.00220 0.00600 112/30/2024 22:370.241Copper

mg/L EPA 200.8 12/30/2024 22:370.000492 0.00200 1Lead 12/30/2024 22:37ND U

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-03 Date Collected:

Date Received:

12/21/2024 08:29

12/23/2024 14:00

Matrix: Drinking Water

Trainers RM

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 22:410.00220 0.00600 112/30/2024 22:410.432Copper

mg/L EPA 200.8 12/30/2024 22:410.000492 0.00200 112/30/2024 22:410.00347Lead

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-04 Date Collected:

Date Received:

12/21/2024 08:32

12/23/2024 14:00

Matrix: Drinking Water

Commercial Foods

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 22:450.00220 0.00600 112/30/2024 22:450.288Copper

mg/L EPA 200.8 12/30/2024 22:450.000492 0.00200 1Lead 12/30/2024 22:45ND U

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-05 Date Collected:

Date Received:

12/21/2024 08:33

12/23/2024 14:00

Matrix: Drinking Water

Kitchen Sink 1

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 22:570.00220 0.00600 112/30/2024 22:570.352Copper

mg/L EPA 200.8 12/30/2024 22:570.000492 0.00200 1Lead 12/30/2024 22:57ND U

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-06 Date Collected:

Date Received:

12/21/2024 08:34

12/23/2024 14:00

Matrix: Drinking Water

Kitchen Sink 2

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 23:020.00220 0.00600 112/30/2024 23:020.318Copper

mg/L EPA 200.8 12/30/2024 23:020.000492 0.00200 112/30/2024 23:020.00292Lead

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-07 Date Collected:

Date Received:

12/21/2024 08:35

12/23/2024 14:00

Matrix: Drinking Water

Kitchen Sink 3

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 23:060.00220 0.00600 112/30/2024 23:060.286Copper

mg/L EPA 200.8 12/30/2024 23:060.000492 0.00200 1Lead 12/30/2024 23:06ND U

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-08 Date Collected:

Date Received:

12/21/2024 08:36

12/23/2024 14:00

Matrix: Drinking Water

Kitchen Sink 4

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 23:100.00220 0.00600 112/30/2024 23:100.398Copper

mg/L EPA 200.8 12/30/2024 23:100.000492 0.00200 112/30/2024 23:100.00329Lead

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-09 Date Collected:

Date Received:

12/21/2024 08:37

12/23/2024 14:00

Matrix: Drinking Water

Kitchen Sink 5

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 23:140.00220 0.00600 112/30/2024 23:140.303Copper

mg/L EPA 200.8 12/30/2024 23:140.000492 0.00200 1Lead 12/30/2024 23:14ND U

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-10 Date Collected:

Date Received:

12/21/2024 08:38

12/23/2024 14:00

Matrix: Drinking Water

Main Cafe Right Sink

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 23:180.00220 0.00600 112/30/2024 23:180.273Copper

mg/L EPA 200.8 12/30/2024 23:180.000492 0.00200 112/30/2024 23:180.00539Lead

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield

Page 11 of 28



Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-11 Date Collected:

Date Received:

12/21/2024 08:50

12/23/2024 14:00

Matrix: Drinking Water

RM 244 Sink

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 23:220.00220 0.00600 112/30/2024 23:220.295Copper

mg/L EPA 200.8 12/30/2024 23:220.000492 0.00200 1Lead 12/30/2024 23:22ND U

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield

Page 12 of 28



Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-12 Date Collected:

Date Received:

12/21/2024 08:40

12/23/2024 14:00

Matrix: Drinking Water

Guidance Sink

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 23:260.00220 0.00600 112/30/2024 23:260.249Copper

mg/L EPA 200.8 12/30/2024 23:260.000492 0.00200 1Lead 12/30/2024 23:26ND U

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-13 Date Collected:

Date Received:

12/21/2024 08:41

12/23/2024 14:00

Matrix: Drinking Water

Nurse Hand Sink

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 23:300.00220 0.00600 112/30/2024 23:300.275Copper

mg/L EPA 200.8 12/30/2024 23:300.000492 0.00200 1Lead 12/30/2024 23:30ND U

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-14 Date Collected:

Date Received:

12/21/2024 08:42

12/23/2024 14:00

Matrix: Drinking Water

Main Office Sink

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 23:340.00220 0.00600 112/30/2024 23:340.248Copper

mg/L EPA 200.8 12/30/2024 23:340.000492 0.00200 1Lead 12/30/2024 23:34ND U

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-15 Date Collected:

Date Received:

12/21/2024 08:45

12/23/2024 14:00

Matrix: Drinking Water

RM 165 Sink

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 23:460.00220 0.00600 112/30/2024 23:460.487Copper

mg/L EPA 200.8 12/30/2024 23:460.000492 0.00200 1Lead 12/30/2024 23:46ND U

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-16 Date Collected:

Date Received:

12/21/2024 08:47

12/23/2024 14:00

Matrix: Drinking Water

RM 163 Sink

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 23:510.00220 0.00600 112/30/2024 23:510.330Copper

mg/L EPA 200.8 12/30/2024 23:510.000492 0.00200 112/30/2024 23:510.00379Lead

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-17 Date Collected:

Date Received:

12/21/2024 08:53

12/23/2024 14:00

Matrix: Drinking Water

RM 210 Sink

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 23:550.00220 0.00600 112/30/2024 23:550.622Copper

mg/L EPA 200.8 12/30/2024 23:550.000492 0.00200 1Lead 12/30/2024 23:55ND U

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-18 Date Collected:

Date Received:

12/21/2024 08:54

12/23/2024 14:00

Matrix: Drinking Water

RM 211 Sink

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/30/2024 23:590.00220 0.00600 112/30/2024 23:590.320Copper

mg/L EPA 200.8 12/30/2024 23:590.000492 0.00200 1Lead 12/30/2024 23:59ND U

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-19 Date Collected:

Date Received:

12/21/2024 08:55

12/23/2024 14:00

Matrix: Drinking Water

RM 320 Sink

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/31/2024 00:030.00220 0.00600 112/31/2024 00:030.432Copper

mg/L EPA 200.8 12/31/2024 00:030.000492 0.00200 1Lead 12/31/2024 00:03ND U

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield

Page 20 of 28



Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Lab ID:

Sample ID:

24L2322-20 Date Collected:

Date Received:

12/21/2024 08:56

12/23/2024 14:00

Matrix: Drinking Water

Mens Left by 260

Analyte UnitsResults Flag MDL Method AnalyzedPrepared DilutionRDL

Total Metals - Pace Analytical Services, LLC-Fairfield

mg/L EPA 200.8 12/31/2024 00:070.00220 0.00600 112/31/2024 00:070.214Copper

mg/L EPA 200.8 12/31/2024 00:070.000492 0.00200 112/31/2024 00:070.00700Lead

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Qualifiers 

U Compound not detected

Toxicity Characteristic Leachate Procedure

Sample results reported on a dry weight basis

Relative Percent DifferenceRPD

dry

Not ReportedNR

Analyte NOT DETECTED at or above the Reporting Detection Limit (RDL)ND

Analyte DETECTEDDET

<

>

>

MDL

RDL

MCL/AL

mg/kg wet

Less than reporting limit

Greater than reporting limit

Greater than or equal to reporting limit

Method Detection Limit

Reporting Detection Limit

Maxium Contaminant Level/Action Level

Results reported as wet weight

TTLC

STLC

TCLP

Total Threshold Limit Concentration

Soluble Threshold Limit Concentration

< Less than or equal to reporting limit

Abbreviations

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield

Page 22 of 28



Pace Analytical Services, LLC-Fairfield

1275 Bloomfield Ave, Ste 37D, Fairfield, NJ 07004

(P) (973) 227-0422 - www.pacelabs.com

Laboratory Certification List for this report.

Laboratory NJ NY PA CT

Certification

Pace Analytical Services,LLC Ewing 11005 12046 68-05417

812 Silvia Street

Ewing, NJ 08628

Pace Analytical Services, LLC-Fairfield 07010 11634 68-02903

1275 Bloomfield Ave, Ste 37D

Fairfield, NJ 07004

The results in this report apply to the samples analyzed in accordance with the 

chain of custody document. This analytical report must be reproduced in its 

entirety.

Pace Analytical Services, LLC-Fairfield
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